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NOTES:

1. SPECIFICATIONS FOR METER SETTERS FOR NEW SERVICES
A. 5/8 X 3/4 METER SETTER: FORD VB-72-82W-41-33-G
MUELLER 234B2478-R/34H14222

1" METER SETTER: FORD VB-74-84W-41-44-G(10" High)
MUELLER 390B2478-R/1H14222(12" High)

1-1/2" METER SETTER: FORD VBH76-86-18B-11-66
OR MUELLER 1 1/2" COPPERSETTER: 098B2429-2
2" METER SETTER: FORD VBH77-87-18B-11-77
OR MUELLER 2" COPPERSETTER: 106B2429-2

B.

C.

D.

COPPERSETTER

TYPE "K" SOFT
COPPER TUBING

2. LOCKING WING NUT, BALL TYPE ANGLE STOP, INLET CTS/PE COMPRESSION
OUTLET DUAL PURPOSE NUT.
3. OTHER BRANDS ARE ACCEPTABLE IF THEY MEET THE ABOVE SPECIFICATIONS.

4. SPECIFICATIONS FOR WATER SERVICE TUBING.
A. COPPER TUBING: ASST. B88, TYPE K, SOFT 60'COILS / 40'COILS.

5. INSTALL TUBING WITH 6" SAND ENCASEMENT ENTIRE OUTSIDE OF TUBING)
6. INSTALL MID-STATES SERIES MSBCF1118--12 WITH POLYMER CONCRETE METER BOX LID

WITH HINGED CI/DI READER LID
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